
§ 179.100-17   Closures for openings.

(a) Closures shall be of approved design and made of metal not subject to rapid deterioration by the lading. Plugs, if used, shall be 
solid, with NPT threads, and shall be of a length which will screw at least six threads inside the face of fitting or tank.
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